1. In general, mounting height for fire extinguishers in cabinets is 1200 mm (4 ft) above floor. Design shall incorporate the requirements of NFPA 10 1-6.10 (latest edition) for each project application. Note: Extinguisher mounting height varies depending on the weight of the fire extinguisher. Mounting height is governed by NFPA 10 1-6.10